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LETTER TO INDUSTRY

Re: (1) Electrical Work Exempt from Permit
(2) Light Fixture Maintenance/Repair
(3) Light Fixture Change-outs
(4) Light Fixture Alterations

(1) The electrical work described in 22.02.200 (A) through (S) of the 2008 Clark County Building
Administrative Code does not require a permit (see the link below).

(2) A like-for-like or like-for-equivalent (magnetic for equivalent electronic) change out of a faulty
ballast would be considered a repair/ maintenance function under item (C) and therefore not
require a permit.

(3) Light fixture change-outs in locations other than those mentioned in (Q) require a permit.

(4) Inspectors are trained to confirm that an installation complies with its listing. In addition to
requiring a permit, field modification of the electrical configuration of a light fixture invalidates its
listing until proven otherwise.

a) The modification of an existing light fixture to accommodate a light element configured
differently than the original or that operates on a different principle from the original is a process
that not only requires a permit but also careful investigation into the limits of the original listing.

b) A warning label on each altered fixture is required.

c) Modifications can invalidate the fixture listing and render the light fixture a potential
shock and/or fire hazard.

Example #1: Changing out a T8 or T10 bulb in a standard 2 x 4 fluorescent light fixture for a T5
bulb with integral ballast requires a field modification of the 2 x 4 fixture to bypass, remove or
disable the T8/T10 ballast. Bypassing the ballast and bringing line power to the tube socket pins
is a field modification to the listed fixture. The warning label is to alert future maintenance
personnel that the altered fixture is configured to accept integral ballast bulbs only and that the
tube pins are energized with line voltage (120 or 277 volts).

BOARD OF COUNTY COMMISSIONERS
RORY REID, Chairman + SUSAN BRAGER, Vice-Chair
LARRY BROWN + TOM COLLINS + CHRIS GIUNCHIGLIANI + STEVE SISOLAK - LAWRENCE WEEKLY
VIRGINIA VALENTINE, P.E., County Manager






